HENNIKER, NEW HAMPSHIRE Hennikel’, NH 03242

1-800-268-2263
Phone: 603 428 3525
OO S AT R ORI Fax: 603 428 3764

We Do I+ Alll 1

May 15, 2016

WSO Plus, Inc.
405 Flanders Road
@@ Post Office Box 68

Water Technical Unit (OES4-SMR)
US Environmental Protection Agency
5 Post Office Square, Suite 100
Boston, MA 02109-3912

To whom it may concern,

Enclosed is the April 2016 DMR and MOR for the Warner Village Water District Wastewater
Facility, Permit Number NH0100498.

There were 3 permit exceedances for the month.
We exceeded the Effluent Total Copper for monthly average and 2 times for daily maximum in ug/L.
Summary of exceedances:

1. Total Copper for monthly average and Daily maximum in ug/L

The required number of Phosphorus samples was not taken for the month of April. We are required to
take weekly samples and the first full week of April no sample was taken.

Please contact me with any questions.

Sincerely,

oV D

Joseph P. Damour, CEO

WSO Plus, Inc.
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DEPARTMENT OF ENVIRONMENTAL SERVICES
WATER DIVISION
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Warner Village Water District

WASTEWATER ENGINEERING BUREAU Permit # NH0100498
PERMITS & COMPLIANCE SECTION CHIEF OPERATOR: Joseph P. Damour
P.O0. BOX 95 MONTH: April YEAR: 2016
CONCORD, NEW HAMPSHIRE 03301
Day Rain/ Wastewater Flow D.O. pH Cl
DATE of Snow MGD mg/l SU AM PM Daily
Week [ Inches Influent Effluent Min Max EFF INF EFF mg/l mg/l mg/l gals
26 SAT
27 SUN 0.068 0.063
28 MON 0.067 0.054
29 TUES 0.075 0.054
30 WED 0.068 0.052
31 THUR 0.074 0.057
1 FRI 0.077 0.058 7.81 6.70 0.03
2 SAT 0.081 0.062 7.58 6.68 0.02
3 SUN 0.044 0.031 7.75 6.72 0.01
4 MON 0.065 0.046 8.19 6.72 0.04
5 TUES 0.065 0.046 9.00 6.95 0.01
6 WED 0.066 0.048 9.25 6.89 0.04
7 THUR 0.073 0.056 8.88 6.83 0.01
8 FRI 0.082 0.064 8.66 6.94 0.07
9 SAT 0.084 0.057 8.71 6.63 0.02
10 SUN 0.066 0.047 9.28 6.66 0.01
11 MON 0.072 0.055 9.05 7.00 0.04
12 TUES 0.070 0.051 8.99 6.87 0.00
13 WED 0.076 0.056 9.07 6.84 0.00
14 THUR 0.071 0.053 8.43 6.69 0.00
15 FRI 0.083 0.059 8.13 6.68 0.04
16 SAT 0.061 0.041 8.26 6.62 0.02
17 SUN 0.069 0.051 7.86 7.08 0.03
18 MON 0.071 0.057 7.68 6.90 0.01
19 TUES 0.068 0.049 6.71 6.89 0.00
20 WED 0.070 0.050 6.58 6.83 0.01
21 THUR 0.062 0.045 6.95 6.75 0.01
22 FRI 0.066 0.048 6.94 6.82 0.01
23 SAT 0.065 0.048 7.18 6.80 0.01
24 SUN 0.061 0.048 7.22 6.80 0.00
25 MON 0.064 0.040 7.66 6.80 0.00
26 TUES 0.060 0.045 7.87 7.03 0.02
27 WED 0.054 0.045 8.59 6.99 0.02
28 THUR 0.069 0.030 8.73 6.79 0.00
29 FRI 0.066 0.043 8.67 6.92 0.03
30 SAT 0.073 0.059 8.82 6.86 0.02
Total] 0.0 2.054 1.488
Avg.| #DIV/0! 0.068 0.050 Avg. 8.15 #DIV/0! 6.82 0.02 #DIV/0!
Min 0.044 0.030 Min 6.58 0.00 6.62 0.00
Max 0.084 0.064 Max 9.28 0.00 7.08 0.07 0.0
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WATER DIVISION Warner Village Water District
WASTEWATER ENGINEERING BUREAU Permit # NH0100498
PERMITS & COMPLIANCE SECTION CHIEF OPERATOR: Joseph P. Damour
P.O0. BOX 95 MONTH: April YEAR: 2016
CONCORD, NEW HAMPSHIRE 03301
Day E-coli Nutrients TSS TSS
DATE of #1100 mg/| Lb/Day mg/l WKly Avg Lbs/Day Wkly Avg
Week Eff NH3 TKN T.P. T.P Inf Eff Eff Inf Eff Eff
26 SAT
27 SUN
28 MON
29 TUES
30 WED <5 2.2
31 THUR 180 <5 111.1 2.4
1 FRI
2 SAT 5.0 2.3
3 SUN
4 MON
5 TUES <1
6 WED <1 <5 2.0
7 THUR <1 <5 2.3
8 FRI
9 SAT 5.0 2.2
10 SUN
11 MON
12 TUES 1.0
13 WED 1.0 3.00 1.4 250.0 <5 158.5 2.3
14 THUR <1l <5 2.2
15 FRI
16 SAT 5.0 2.3
17 SUN
18 MON
19 TUES <1
20 WED 3.1 1.20 0.5 <5 2.1
21 THUR <1 <5 1.9
22 FRI
23 SAT 5.0 2.0
24 SUN
25 MON
26 TUES <1
27 WED <1 0.20 0.1 230.0 <5 103.6 1.9
28 THUR 24.3 8.0 2.0
29 FRI
30 SAT 6.5 1.9
Total 480.0 43.0 262.0 16.7
Avg. #DIV/0! #DIV/0! 1.47 0.7 240.0 5.4 131.0 2.1
Min 1.0 0.0 0.00 0.20 0.1 Min 5.0 5.0 103.6 1.9 1.9
Max 24.3 0.0 0.00 3.00 1.4 Max 8.0 5.0 158.5 2.3 2.3
Geo-mean 1.4 % Removal 98
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WATER DIVISION Warner Village Water District
WASTEWATER ENGINEERING BUREAU Permit # NHO0100498
PERMITS & COMPLIANCE SECTION CHIEF OPERATOR: Joseph P. Damour
P.O0. BOX 95 MONTH: April YEAR: 2016
CONCORD, NEW HAMPSHIRE 03301
Day BOD BOD SEPTAGE SOLIDS OTHER
DATE of mgll WKkKly Avg Lbs/Day WKkly Avg RECEIVED PROCESSED ANALYSES
Week Inf Eff Eff Inf Eff Eff gals Ibs
26 SAT
27 SUN
28 MON
29 TUES
30 WED <6 2.6
31 THUR 250 <6 154.3 2.9
1 FRI
2 SAT 6.0 2.7
3 SUN
4 MON
5 TUES
6 WED <6 2.4
7 THUR <6 2.8
8 FRI
9 SAT 6.0 2.6
10 SUN
11 MON
12 TUES
13 WED 180.0 <6 114.1 2.8
14 THUR <6 2.7
15 FRI
16 SAT 6.0 2.7
17 SUN
18 MON
19 TUES
20 WED 3.3
21 THUR 2.6
22 FRI
23 SAT 7.5 3.0
24 SUN
25 MON
26 TUES
27 WED 230.0 <6 103.6 2.3
28 THUR <6 1.5
29 FRI
30 SAT 6.0 1.9
Total| 410.0 51.0 217.7 20.4 0.0 0.0
Avg.| 205.0 6.4 108.8 2.5 #DIV/0! #DIV/0!
Min 6.0 103.6 1.5
Max 8.0 7.5 114.1 3.3 3.0
% Removal 97




DEPARTMENT OF ENVIRONMENTAL SERVICES
WATER DIVISION

WASTEWATER ENGINEERING BUREAU
PERMITS & COMPLIANCE SECTION

P.0. BOX 95

CONCORD, NEW HAMPSHIRE 03301

PAGE 4 OF 4
Warner Village Water District

Permit # NH0100498
CHIEF OPERATOR: Joseph P. Damour
MONTH: April YEAR: 2016

Total
Copper

ADDITIONAL INFORMATION

Record special analyses, septage received at plant, or other operational data in

ug/L

the extra columns or below.

NODI Code H = Invalid

30.00

23.00

53.0

26.5

23.0
30.0

Signature:

Mﬂw
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